WARD 8 SHORT TERM FAMILY HOUSING
4225 6TH STREET, S.E. ★ WASHINGTON, DC 20032
SHORT TERM FAMILY HOUSING
WARD 8

PUBLIC ALLEY
6TH STREET S.E.

GENERAL NOTES

1. PROVIDE GRAVEL MINIMUM 12" IN DEPTH BENEATH AND ALONG ROUTING OF THE DUCT BANK.
2. ALL CONDUITS IN DUCTBANK TO BE SEALED WATERTIGHT.
3. SLOPE DUCTBANKS TO MAINTAIN 36" MINIMUM OF COVER.

4" 4" TELECOM SERVICE ENTRANCE CONDUITS IN CONCRETE ENCASED DUCT BANK. EXTEND DUCT BANK 5' BEYOND PROPERTY LINE AND CAPPED FOR FINAL CONNECTION BY TELECOM SERVICE PROVIDER.

SHEET KEY NOTES

# 4-4" TELECOM SERVICE ENTRANCE CONDUITS IN CONCRETE ENCASED DUCT BANK. EXTEND DUCT BANK 5' BEYOND PROPERTY LINE AND CAPPED FOR FINAL CONNECTION BY TELECOM SERVICE PROVIDER.

E0.4 TELECOM SITE PLAN

SCALE: 1/16" = 1'-0"